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4. DO NOT let the bolt head rise above the wall of mounting holes of back plate. It might cause the short circuit of the
controller.

Mounting front cover

1. Lock front cover on the back plate by tightening the cover screw underneath with screw driver of Philip electronic
instrument type or similar.

Wiring Example

1. All wires come from electric box must be inserted above the retainers of respective terminal block before
tightening the captive screws;
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Wiring Diagram for TE226 and TE226S Series Thermostats


